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ABSTRACT
The case studied is related to a residential family house, 
which is a typical residential building in the South Med-
iterranean Sea. The house type is also representative for 
second home. It is a two-storey house that is assumed to 
be located in Rome. 
The objective of the research is to compare indoor com-
fort conditions of two kitchens (in which internal gains 
are defined taking into account a traditional use of the 
kitchen in Southern Italy) with different window con-
figurations, natural ventilation and solar shading strate-
gies to avoid overheating in summer. 
Both rooms have the same floor area and the same total 
window area. One kitchen has a facade window with 
shutter; the other kitchen has a facade window and two 
roof windows including shutters. 
The aim of the research is to ascertain the differences in 
indoor comfort, temperature, air flow and solar distri-
bution for two window/shutter control regimes, in four 
main orientations and with different roof constructions. 
The simulation tool ESP-r from the University of Strath-
clyde has been used in the report and the ESP-r model 
has been verified by the 
University. This research project has been sponsored by 
VELUX A/S.
Figure 1:  The simple model facing North, West, South and East
1. CONSTRUCTION MATERIALS
All building constructions are the same in all models, 
except roof constructions. 
It has been requested to evaluate differences due to con-
crete roof and wooden roof constructions with different 
thermal insulation thicknesses.
Two concrete roofs have been considered, the first one 
with 4cm of thermal insulation material, the second one 
with 8cm of thermal insulation material. 
The models that adopt concrete roof are named “c4” 
and “c8”. The thermal insulation adopted is panel in ex-
truded Polystyrene.
Wooden roofs have different thermal insulation mate-
rial thickness: one with 8cm of glass-wool “w8”, the 
other one with 16cm of glass-wool “w16”.
The concrete roof is characterised by an higher density 
value compared to the wooden roof.
1.1 External Wall
The external wall, chosen for simulations, is character-
ized by a U value of 0.42 W/m2K; it is a cavity wall with 
4 cm of thermal insulation and it is the most common 
wall construction used in the Mediterranean area.
1.2 Windows and Shutters
The kitchens fulfils the minimum window area required 
which is 1/8 of the floor area. The windows have been 
defined as glazing area without frame and with external 
roller shutters. 
Both kitchens have the same transparent surface but a dif-
ferent area distribution: the room on the lower floor has 
2.66 m2 of facade window, the room on the upper floor 
has two roof windows (0.56 m2 each) and one facade 
window (1.54 m2) with a total transparent area of 2.66 m2. 
The glazing systems are defined as double glass units 
with 4 mm of float glass, 16 mm of air and 4 mm of float 
glass (glazing U value= 2,8 W/m2K). 
The roof windows are described with an air gap be-
tween the aluminium shutter and the glazing system, 
and facade windows with an air gap between the PVC 
shutter and the glazing system. 
The facade windows are represented as a pair of windows with 
hinges on the left and right vertical frame opening inwards 
by about 10cm. The roof windows are horizontal centre 
pivot with equal upper and lower openings. 
The windows are represented geometrically as two sur-
faces – one for the shuttered glazing and one for the 
exposed glazing. No attempt was made to define frames 
of facade windows or roof windows.
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2. INTERNAL GAINS
The presence of occupants in rooms is defined as internal 
gains – that includes equipments and artificial light – ac-
cording to the common usage of kitchens; they are defined 
in the ESP-r operation file and exposed in the table 1.
Table 1: Internal gains




equipment 0 24 38.6 0 0.300 0.700
equipment 7 9 100 0 0.500 0.500
equipment 12 14 100 0 0.500 0.500
equipment 19 21 100 0 0.500 0.500
light 7 8 100 0 0.800 0.200
light 19 21 100 0 0.800 0.200
occupant 7 9 380 180 0.200 0.800
occupant 12 14 380 180 0.200 0.800
occupant 19 21 380 180 0.200 0.800
3. NATURAL VENTILATION STRATEGIES
The objective of the research is to compare two kitch-
ens with different window configurations and natural 
ventilation strategies to avoid summer overheating by 
applying and studying different natural ventilation strat-
egies. The ESP-r model includes: a base case (upper_bc 
and lower_bc zones), natural ventilation strategy 1 (up-
per_sch1 and lower_sch1 zones) and natural ventilation 
strategy 2 (upper_sch2 and lower_sch2 zones). 
Figure 2: The base-case, natural ventilation strategy 1 and natural 
ventilation strategy 2.
Base Model: it was created to compare with  natural 
ventilation strategy 1 and natural ventilation strategy 2. 
It keeps all windows closed without natural ventilation 
strategies applied, with air change rate of 0.5 ac/h plus a 
crack infiltration. Base case model is also without shutters.
Model with applied natural ventilation strategy 1: con-
trol strategy 1 has no human intervention during the day. 
There is an automatic window and shutter control. Dur-
ing the day, unless the inside temperature is lower than 
the outside temperature, the shutters are opened to 11% 
of the area and the windows are opened to 11% of the 
area. At night the shutters are fully open and the windows 
are opened according to a range-based air flow control 
law, see chapter 4.4 where the controls are described.
Model with applied natural ventilation strategy 2: con-
trol strategy two has human intervention during the day 
and will track occupancy in the kitchen.
When there are occupants during the day they will open 
the windows and shutter to 11% and they will do this 
whether or not the outside temperature is above or be-
low kitchen temperature. When there are no occupants 
the windows will be closed whether or not the outside 
temperature is above or below kitchen temperature.
Control for night: at night the same control logic will be 
used in both kitchens and for strategy 1 and 2. At night the 
shutters are fully open on all roof and facade windows. 
The air flow logic is a range-based controller where:
• If the kitchen temperature falls below 18°C, the apertures as-
sociated with the windows will contract to 1% opening area.
• If the kitchen temperature is between 18°C and 22°C, the 
nominal area of the window aperture (~10%) will be used.
• If the kitchen temperature is above 22°C, a 15% open-
ing area is used, and if the kitchen temperature rises 
above 26°C, a 20% opening will be used. This approxi-
mates to an occupant who will close the windows if the 
room gets cool and will progressively open the windows 
as the room temperature rises.
4. ANALYSED MODELS AND RESULTS
Simulations were run for the summer season, from 1st of 
June until 30th of September (2928 hours).
The following scheme shows the studied models and 
describes the constructions. 
Table 2: Studied cases
C4: c4_e, c4_n, c4_s, c4_w
Concrete (c) roof with 4 cm of thermal insulation mate-
rial oriented to the east (e), the north (n), the south (s), 
the west (w)
C8: c8_e, c8_n, c8_s, c8_w
Concrete (c) roof with 8 cm of thermal insulation mate-
rial oriented to the east (e), the north (n), the south (s), 
the west (w)
W8: w8_e, w8_n, w8_s, w8_w
Wooden (w) roof with 8 cm of thermal insulation mate-
rial oriented to the east (e), the north (n), the south (s), 
the west (w)
W16: w16_e, w16_n, w16_s, w16_w   
Wooden (w) roof with 16 cm of thermal insulation ma-
terial oriented to the east (e), the north (n), the south (s), 
the west (w)
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We have simulated 16 models, with two natural ventila-
tion strategies (32 cases) for upper and lower zones (64 
results). Following: tables with main results.
Table 3: Maximum temperature for all analysed models for the 
summer period
The upper floor obtains in general maximum temperatures at 
the same level as the lower floor. Ventilation strategy 2 obtains 
a higher maximum temperature than ventilation strategy 1. The 
maximum temperature with a north orientation is approximately 
1.5°C lower than south orientation. West-oriented model reaches 
a lower temperature than the east-oriented model. 
Table 4: Number of hours in which PPD (Predicted Percentage of 
Dissatisfied) is less than 10%.
For the PPD evaluation it was assumed to be an activity level of 
1.2 met, clothing 0.5 and air velocity 0.15 m/s. Data are collected 
for the summer season 1st of June until 30th of September.
Table 5: Number of hours in which PPD is less  than 20%.
In both natural ventilation strategies upper floors allow more 
hours with less than 20% and 10% PPD. The automatic open-
ing control (ventilation strategy 1) gives better results. A light 
construction with more insulation gives approximately the same 
results as a concrete construction with less insulation. 
The west orientation performance is better than the east orienta-
tion, because one of the walls of the house is an external wall 
with 40 mm insulation and in an east orientation this wall is ex-
posed to the south.
Based on the conclusions in table 2 and 4, it has
 been decided to analyse results for south-oriented models 
and for the worst concrete (c4_s) and wooden roofs (w8_s). 
Following, temperatures and results for models c4_s 
and w8_s.
Table 6: Temperature Histogram
Results for model c4 south-oriented. The histogram explains the 
number of hours in which each model reaches a specific temperature.
Table 7: Temperature histogram. 
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Results for model w8 south-oriented.
If we simulate an occupant situation with just an im-
posed air volume of change of 0.5 ac/h, without a win-
dow opening control, such as in the base case model, 
we have a situation in which during all summer season 
we are not able to reach temperatures below 25°C in a 
kitchen on the lower floor; the minimum temperature 
we obtain on the upper floor is 26°C.   
The base case shows the lower performance because it 
is unable to take advantage of night cooling and it has 
closed shutters during the day.
In the base case model, during summer season, we have 
the maximum total number of hours above 31°C, in 
very uncomfortable indoor conditions.
The automatic control of windows opening is the sug-
gested natural ventilation strategy; it guarantees the best 
indoor comfort level during summer season.
5. CONCLUSIONS 
The study was based on a simple model simulating two 
rooms with different window configurations and natural 
ventilation strategies: one room with façade window, the 
other room has one façade and two roof windows. Both 
rooms have the same floor area and the same window area.
The simple model includes a base case and two ventila-
tion and solar shading strategies. Simulations are con-
ducted in ESP-r tool.
The study points out the following main findings:
- In both natural ventilation strategies the upper floors al-
ways have significantly more hours with less than 10% PPD 
(Predicted Percentage of Dissatisfied) compared to the 
lower floor, which indicates a higher occupant’s satis-
faction on the upper floor.
- The use of a ventilation schedule (night cooling) can 
lower the temperature at the start of the day.
- The use of sun screening is vital for protection against 
overheating, both in upper and lower floor.
- The upper floor obtains in general maximum tempera-
tures at the same level as the lower floor.
Also, the study has shown that:
- In the north orientation the maximum temperature in 
the upper floor is approximately 1,5°C lower than in the 
south orientation.
- The numbers of hours with less than 10% PPD are at the 
same level for the wooden roof construction with 80 mm 
insulation as for the concrete roof construction with 40 mm 
insulation. The use of a wooden roof construction with 160 
mm insulation is also comparable with the concrete roof 
construction with 80 mm insulation. The 80 mm and 160 
mm insulated wooden roof construction would however 
have advantages in the winter situation as regard to heat 
loss. It would be relevant to conduct further investigations 
of the impact of thermal mass and insulation.
- The maximum temperature during the summer period is 
approximately the same for all 4 roof construction types.
- The investigation also finds that the solution with roof 
windows in combination with a façade window pro-
vides a better ventilation possibility during the summer 
period, due to the stack effect and cross ventilation.
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